
Modeled conditions: 
Pana-ATXI’s Zion Substation 345 kV in service 
Added two new 2.5 mile, 138 kV lines from Zion to PPG. 
Contingency: Both Oreana 345/138 kV transformers  

	
  

     PTI INTERACTIVE POWER SYSTEM SIMULATOR--PSS(R)E     TUE, NOV 26 2013  14:38 
 2010 SERIES, ERAG/MMWG BASE CASE LIBRARY 
 2021 SUMMER PEAK CASE, FINAL BUSES WITH VOLTAGE LESS THAN 0.9600: 
 
   BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV)      BUS# X-- NAME --X BASKV AREA  V(PU)  V(KV) 
 348852 4OREANA     138.00  357 0.9501 131.11    348853 4ADM NORTH  138.00  357 0.9503 131.14 
 348864 4N 27TH ST  138.00  357 0.9592 132.37    348870 4CATERPILLAR138.00  357 0.9531 131.53 
 348871 4FARIESPRKWY138.00  357 0.9513 131.28	
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